With the high economic growth era until 1990s, the power demand increased sharply year by year. Therefore, the electric power utilities installed many electric power facilities along with the predicted demand. However, in recent years, fewer apparatuses have been installed because electric power demand growth has started saturated due to low economic growth. Then, for smart electric power facilities planning, it is necessary to form a rational renewal planning from various aspects, which does not consider only facility ages. In this paper, we first propose a new smart transmission renewal planning index using active power loss and reactive power loss sensitivities. And then, we propose to evaluate the decrease of active power flow loss, and the voltage improvement due to the decrease of reactive power flow loss in the N-1 contingency, which are achieved by line renewals. Finally we carry out simulations for the IEEJ EAST 10-machine model system and determine the transmission planning priority to confirm the validity of the proposed method.
Introduction
Japanese electric power utilities installed many electric power facilities along with the predicted demand during the period of high economic growth extending until the 1990s. In conventional electric power facility planning, the utilities constructed new transmission lines and substations, what is called "expansion work," to match the increasing demand.
In this situation, the aged facilities were renewed necessarily and seldom used over a lifetime [1] . However, in recent years, it has been assumed that the expansion work has transitioned at a low level over the long-term because electric power demand growth has been saturated due to low economic growth. Also, a large amount of the facilities installed during the high economic growth era will gradually reach 40 years of use after about the year 2010. Though there was a time when the renewal of facilities was expected by the expansion work so far, the idea of using the existing facilities for a longer term will be stronger from now on. Due to this tendency, the subject of electric power facility planning has changed from the past expansion work to improvement work. Therefore, a full-fledged renewal time of electric power facilities will be coming soon.
In smart electric power facilities planning, improvement work causes some restrictions to construction which become big problems. To solve these problems, it is necessary to plan the electric power facility renewal planning from "various aspects." Therefore, in this paper we focus on the transmission renewals and propose a new smart transmission renewal planning index. First we develop the idea of an NICF (network impedance contribution factor) that is the line flow sensitivity for the impedance change of each line. The second is LLS (line loss sensitivity) which represents the line loss sensitivity for the same change, and the third is SLS (system loss sensitivity) which represents the system loss sensitivity for the same change. The last is ESLC (estimated system loss change).
Furthermore, we also propose a new transmission renewal planning prioritizing method using the ESLC considering both the decrease of active power flow loss and the voltage quality improvement due to the decrease of reactive power flow loss in an N-1 contingency. Our proposed method aims to maximally decrease transmission loss and partly improve bus voltage qualities by choosing the transmission lines that have a larger amount of active power flow loss decrease achieved by their renewals.
We carried out simulations to confirm the validity of the above-mentioned proposed method by using the IEEJ EAST 10 machine 47 bus system model [2] and determined the transmission renewal planning priority.
Power Flow Calculation [3]
As the proposed index is based on the AC power flow calculation, we explain it in this chapter.
Bus power
Defining the bus voltage, V i , at the bus i and the bus admittance matrix, Y ij , as:
where e i is real part of voltage at bus i, f i is imaginary part of voltage at bus i, G ij is conductance, and B ij is susceptance.
We can express the bus power, S i , in the following equation.
e jf e jf G jB P jQ
where n is the number of buses, P i is bus active power, Q i is conductance, and B ij is bus reactive power. 
Line flow
where /2 ij y is line-charging capacitance, PL ij is active power flow, and QL ij is reactive power flow.
Proposed Method

NICF
The line flow sensitivity NICF is calculated by solving the following three equations simultaneously, which are derived from the above power flow equations. (8) where the factors of the J matrices are derivatives of the left vectors with respect to the right ones. The factors of the Δ|V| 2 columns of J Sy are 0 in Eq. (8) . Simultaneously solving (6), (7), and (8) gives
The product of the three matrices above is defined as the NICF, which is a square matrix.
LLS
There are two kinds of ΔPL and ΔQL, whose directions are bus i → bus j and bus j → bus i. Therefore, two NICFs, which are NICF ij and NICF ji , are derived as the line flow sensitivity. In this paper, we derived the LLS by adding up these NICFs. When we define the active power loss change of each line as ΔPloss and the reactive one as ΔQloss, the LLS can be expressed by the following equations: 
where the dimension of the LLS is same as that of the NICF.
Equation transformations for prioritizing
The LLS is expressed as follows: 
SLS
The SLS which is system loss sensitivity for the impedance change of each line is derived by adding up the row factors of LLS. 
where ∑ΔPloss i is active power loss change of the whole system, ∑ΔQloss i is reactive power loss change of the whole system, 1 1 ,,
, k is number of line, and i is number of row.
ESLC
There are two sensitivities of ΔPloss, which are SLS 1 for Δg and SLS 2 for Δb. In the same way, there are two sensitivities of ΔQloss, which are SLS 3 for Δg and SLS 4 for Δb.
We combined these two sensitivities through our proposed method which made a ranking for ΔPloss and ΔQloss, respectively. Concretely, we converted SLS 1 22  2  2  2 2  2 2  2 2  2 2   2  2  2 2   22  2 2  2 2 (1 ) 100
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Furthermore, the factors of Δb are not same because of the difference of the line distance, α i and β i . In other words, the rankings may change by multiplying Δb i respectively when we prioritize SLS'. Then, combining Δb i into SLS', we can transform SLS' to ESLC which is estimated system loss change as follows: 
SLS ' ESLC
. The factors of the column vector which is multiplied to ESLC are the same. We can accurately prioritize the transmission lines by the sensitivities.
SLS Accuracy Confirmation
We confirmed the accuracy of the SLS by using the IEEJ EAST 10 machine 47 bus system model [2] . In the confirmation, we assumed α i , β i =  10 [%] and evaluated the whole system loss changes by a line renewal. The whole system loss changes are shown in Fig. 1 and Fig. 2 when each line was renewed. Judging from Fig. 1 and Fig. 2 , we can confirm that there is little difference between the ESLC values and the true ones, and that the rankings of the lines are the same. In this paper, we prioritized ESLC 1 because we aim to maximally decrease active power loss.
Planning Method with the ESLC
In this paper, we propose a new transmission line renewal planning method using the ESLC. We need to consider various factors in the actual planning, which are the ages of facilities, leveling of renewal cost, the terms of construction, and so on. However, we plan the line renewals which have high ESLC in order to confirm the validity of the ESLC. The flowchart of the proposed method is shown in Fig. 3 . 
Simulations
In this paper, we carried out the two simulations below using the IEEJ EAST 10 machine 47 bus system model [2] to confirm the validity of the proposed method. The system is shown in Fig. 4 . Here, the kind of the transmissions used in the simulation model was "TACSR810 [ We confirm the selecting method in the original system was valid in the N-1 contingency system.
Assumptions for simulations
In this paper, we carried out simulations based on the below assumptions: 
Results of simulation 1
The amount of the loss improvements are shown in Table 1 and Table 2 , which are calculated after renewing the 10 highest ESLC ranking (1st-10th) lines and the second 10 highest ESLC ranking lines (11th-20th), respectively. Here, we did not consider the voltages of the bus in Area B.
Judging from Table 1 and Table 2 , the ESLC high ranking line renewals have more influence concerning the loss improvements.
Thus, we confirmed the validity of the proposed method for the original system. 
Results of Simulation 2
Simulations were run to confirm the validity of the 10 highest ESLC ranking line renewals in an N-1 contingency, which was chosen in Simulation 1. The amount of loss improvements achieved by the ESLC ranking from 1 to 10 line renewals is shown in Table 3 , and the bus voltages in Fig. 5 . The N-1 contingency is of line No.1 which gives the most severe fault case (Opening one line out of a double circuit line). Table 4 . SLS rankings of the initial system and the N-1 contingency system ranking initial system N-1 contingency (Line No.1)  1  31  31  2  29  6  3  19  38  4  27  27  5  38  19  6  24  24  7  10  29  8  8  10  9  2  11  10  22  1 We confirmed greater improvement in the N-1 contingency from Fig. 5 , compared with that of the original system. We believe the reason is that the N-1 contingency system has a bigger reactive power loss of 53. Furthermore, the agreement of the ESLC rankings of the N-1 contingency system and the original one is considered another reason why the bus voltages greatly improve (Shown in Table 4 ).
From Table. 4, we confirmed there is little change between the 10 highest ranking lines of the N-1 contingency system and the original one.
Also, the bus voltage drops by the N-1 contingency are improved more than the other buses. Thus, we confirmed the validity of the proposed method for the N-1 contingency case as well. 
Conclusion
In this paper we proposed a new transmission renewal planning index, "ESLC," considering both the decrease of active power flow loss and the voltage quality improvement due to the decrease of reactive power flow loss. In the simulations, by implementing the line renewals determined by the ESLC, we first confirmed the active power loss improvement in the original system, and next, by implementing the above renewals for the N-1 contingency case, we also confirmed the efficient bus voltage improvements. Therefore, it was confirmed that the proposed index is very beneficial in prioritizing candidate lines for transmission renewal planning.
